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MEMORANDUM FOR: Deputy Director of Security (PTOS)

SUBJECT : Installation of Sprinkler Systems, NPIC
REFERENCE 1 Memo dtd 11 Nov 69 to C/RECD fr DD/S (PIOS),

same subject

1. The problem of sprinkler protection in NPIC hasg
reccived a gonod deal of attention as a result of the survey
mentioned in the referenced memorandum and the mewnorandum
itself..

2. Contact with the General Services Administration's
engineering personnel has resulied in their stating a
‘atrong' recommendation that the sprinklers in Room 1N440
remain active., This is concurred in by their fire protection
people. The removal reguirements in the conitract were not
objected to on the basis of regulation stating that the using
Agency 's desires governed,

3. NPIC cites volume 10 of their Facility Hanual as
stating that ceritain areas would not have sprinkler protec-
tion where the nature of the equipment installed was such as
to suffer extensive damage 1f doused with water. The NPIC
personnal feel that the PASTRAND equipmont to he installed in
Roconm 1ﬂd40 falls into this category. It is presumed that the
whole Facility Manmual (congisting of many volumes) was sub-

jected to concurrence Ly a]l concerned elements, incluqln the
Office of RBecurity.

4. It would be oppreciated if the applicable portions of
the "Pertinsnt Codes", referenced in your menmorandam, could e
cited for o better understanding of ths degvee of protection
that is required. It is anticipated, for exomple, that a
different coverore will be required in the storage area as
compared to the FASTRAND equipment room, :

5., It has been determined that the lessor of the equi
nent profers no sprinklers, but he will accept sprinkler
coverage pro Vlfnd thot tne activation temperature is set at
not 1€ﬁ5 than Z129F, He further stipulates ceriain electirical
disconnects to he activated when the sprinkler system staris to
function, .
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SUBJECT: Installation of Sprinkler Systems, NPIC

6. 1In view of the necessity of getting a lot of diver-
gent opinions together on this subject, it is recomnendad
that a meeting be held at NPIC on 10 December 15695 at 0230 to
gsurvey the room in question, discuss the occupancy situation
anticipated, and to review some of the other factors germane to
the issue., The intent of the meeting will be to plot a course
of scotion that will be acceptable to all concerned.

25X1A9A

Chief
Benl Estate and Construction Division
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